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PLAN NOTES ASBESTOS CONTAINING PIPE INSULATION TO BE REMOVED
ROOM PIPE FITTINGS ON PIPE INSULATION
O REMOVE ALL ASBESTOS CONTAINING PIPE FITTING INSULATION. FIBERGLASS PIPE INS. | INCLUDING FITTINGS
116 149 FITTINGS
@ REMOVE ALL ASBESTOS CONTAINING PIPE INSULATION. 117(GROUND) 168 FITTINGS
(Z) CONDUCT SELECTIVE DEMOLITION TO ACCESS PIPING INSIDE WALL. o L 1 ASBESTOS ABATEMENT PLAN - GROUND FLOOR
REMOVE ALL ASBESTOS CONTAINING INSULATION, QUANTITY UNKNOWN. SCALE: 1/8"=1'
@ REMOVE ASBESTOS CONTAINING COUNTERTOP AND SINK WITH
ASBESTOS CONTAINING SINK UNDERCOATING.
@ REMOVE EXISTING TANK WITH ASBESTOS CONTAINING COATING.
@ REMOVE ASH HOPPERS WITH ASBESTOS CONTAINING GASKET/PACKING
MATERIAL.
| 00% CONSTRUCTION DOCUMENTS
. . Drawing Title Project Title Project Number .
CONSULTANTS: ARCHITECT/ENGINEERS: Asbestos Abatement Plan-Ground Floor William S. Middleton VA Hospital 607-12-115 Office of
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PLAN NOTES ASBESTOS CONTAINING PIPE INSULATION TO BE REMOVED
ROOM PIPE FITTINGS ON PIPE INSULATION
@ REMOVE ALL ASBESTOS CONTAINING PIPE FITTING INSULATION. FIBERGLASS PIPE INS. | INCLUDING FITTINGS
117(UPPER) 64 FITTINGS
@ REMOVE ALL ASBESTOS CONTAINING PIPE INSULATION. 205 T4 FITTINGS
(z) CONDUCT SELECTIVE DEMOLITION TO ACCESS PIPING INSIDE WALL 206(UPPER) oLF 1 ASBESTOS ABATEMENT PLAN - FIRST FLOOR
REMOVE ALL ASBESTOS CONTAINING INSULATION, QUANTITY UNKNOWN. SCALE: 1/8"=1'
@ REMOVE ASBESTOS CONTAINING COUNTERTOP AND SINK WITH
ASBESTOS CONTAINING SINK UNDERCOATING.
@ REMOVE EXISTING TANK WITH ASBESTOS CONTAINING COATING.
@ REMOVE ASH HOPPERS WITH ASBESTOS CONTAINING GASKET/PACKING
MATERIAL.
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] . Drawing Title Project Title Project Number .
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LIMITS OF CONTAINMENT
PLAN NOTES
(1) REMOVE ALL ASBESTOS CONTAINING PIPE FITTING INSULATION.
(Z) REMOVE ALL ASBESTOS CONTAINING PIPE INSULATION.
(=) CONDUCT SELECTIVE DEMOLITION TO ACCESS PIPING INSIDE WALL 1 ASBESTOS ABATEMENT PLAN - MEZZANINE FLOOR
REMOVE ALL ASBESTOS CONTAINING INSULATION, QUANTITY UNKNOWN. SCALE: 1/8"=1'
(%) REMOVE ASBESTOS CONTAINING COUNTERTOP AND SINK WITH
ASBESTOS CONTAINING SINK UNDERCOATING.
(5) REMOVE EXISTING TANK WITH ASBESTOS CONTAINING COATING.
(<) REMOVE ASHHOPPERS WITH ASBESTOS CONTAINING GASKET/PACKING
MATERIAL.
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. . Drawing Title Project Title Project Number .
CONSULTANTS: ARCHITECT/ENGINEERS: Asbestos Abatement Plan-Mezzanine Floor William S. Middleton VA Hospital 607-12-115 Office of
Renovate Building 2 Building Number Construction
|m‘ W7748 HWY V e P n -I- ‘ ‘ I B C 2 and Facilities
LAKE MILLS, WI 53551 elm grove, wi 53122 a e Approved: Project Director Location Drawing Number
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GENERAL NOTES
1.  THE UNDERGROUND UTILITIES SHOWN HAVE BEEN LOCATED FROM FIELD SURVEY INFORMATION
AND EXISTING DRAWINGS. THE SURVEYOR MAKES NO GUARANTEES THAT THE UNDERGROUND
UTILITIES SHOWN COMPRISE ALL SUCH UTILITIES IN THE AREA, EITHER IN SERVICE OR
ABANDONED. THE SURVEYOR FURTHER DOES NOT WARRANT THAT THE UNDERGROUND UTILITIES
SHOWN ARE IN THE EXACT LOCATION INDICATED ALTHOUGH HE DOES CERTIFY THAT THEY ARE
LOCATED AS ACCURATELY AS POSSIBLE FROM INFORMATION AVAILABLE. THE SURVEYOR HAS NOT
PHYSICALLY LOCATED THE UNDERGROUND UTILITIES.
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| O0% CONSTRUCTION DOCUMENTS
] ] Drawing Title Project Title Project Number .
CONSULTANTS: ARCHITECT/ENGINEERS: EXISTING SITE PLAN William S. Middleton VA Hospital 607-12-115 Office of
Renovate Building 2 Building Number Construction
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Sk REMOVE EXISTING STAIRWAY,
L——k HANDRAIL, AND SIDEWALK
f——a— FOR UTILITY INSTALLATION.
o = REMOVE TO NEAREST JOINT.
ASN—H SAWCUT ONLY AS NEEDED
O\ = SF SF ——F GUTTER AS NEEDED
\ 5 FORNEW SIDEWALK
)N
LN
< 3
EGIN 9—CONC.
gTEPS EXISTING CHILLED WATER TREE TO REMAIN AXXXXKXKXXXXXX -
LINES TO BE REMOVED, SEE &S
SHEET NOTE 2.
N CLBS 4" REMOVE CHAINLINK FENCE
N AS NEEDED FOR GRADING @
O Ew\ 33 AND SIDEWALK INSTALLATION
- J _ //////ﬂ’
TP-12 SF
MAG NAIL S===
N. 482,487.98 %
E. 808,754.60 13” WIDE CONC SHOT TOP
EL. 889.39 WALL OF WALL
REMOVE EXISTING FIBER
OPTIC LINE, SEE NOTE 6.
INLET PROTECTION
DOWNSTREAM
(NOT SHOWN)
GENERAL NOTES REMOVAL NOTES EROSION CONTROL NOTES
1. UNDERGROUND UTILITIES HAVE BEEN SHOWN TO A REASONABLE DEGREE OF ACCURACY AND IT 1. EXISTING CONDITIONS SHALL BE FIELD VERIFIED BY THE CONTRACTOR 1. CONSTRUCTION SITE EROSION CONTROL AND SEDIMENTATION CONTROL
SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO VERIFY THE EXACT LOCATION OF ALL AND DISCREPANCIES REPORTED TO THE ENGINEER PRIOR TO STARTING SHALL COMPLY WITH THE REQUIREMENTS OF DANE COUNTY, CITY OF 7. PERIODIC STREET SWEEPING WILL BE COMPLETED BY THE CONTRACTOR 14. ALL DISTURBED GROUND LEFT INACTIVE FOR SEVEN OR MORE DAYS
UNDERGROUND UTILITIES. WORK. MADISON, AND THE WISCONSIN DEPARTMENT OF NATURAL RESOURCES TO MAINTAIN THE PUBLIC STREET FREE OF DUST AND DIRT. SHALL BE STABILIZED BY TEMPORARY OR PERMANENT SEEDING OR
(WDNR) "CONSTRUCTION SITE EROSION AND SEDIMENT CONTROL TECHNICAL EQUIVALENT BEST MANAGEMENT PRACTICES.
2. SEQUENCING NEEDS TO BE TAKEN INTO ACCOUNT FOR UTILITY REMOVALS. UTILITY REMOVALS 2. CONTRACTOR SHALL VERIFY ALL EXISTING LINES NOTED FOR REMOVAL. STANDARDS". 8. SILT FENCE SHALL BE INSTALLED IN HORSESHOE FASHION AROUND ALL
SHALL BE CAREFULLY COORDINATED WITH THE VA. MECHANICAL ENGINEER, AND ELECTRICAL CHILLED WATER LINE REMOVAL TO BE COORDINATED WITH VA. ITIS TOPSOIL AND FILL STOCKPILES. 15. SOIL OR DIRT STORAGE PILES SHALL BE LOCATED A MINIMUM OF 30 FEET
ENGINEER TO INSURE NO DISTURBANCE TO CRITICAL SERVICES AT THE VA. INTENDED FOR THE OLD CHILLED WATER LINES TO BE REMOVED AND THE 2. ALL EROSION CONTROL MEASURES SHALL BE ADJUSTED TO MEET FIELD FROM ANY DOWNSLOPE ROAD, LAKE, STREAM, WETLAND, OR DRAINAGE
NEW CHILLED WATER LINES INSTALLED IN THE SAME TIMEFRAME AND CONDITIONS AT THE TIME OF CONSTRUCTION AND SHALL BE INSTALLED PRIOR 9. REMOVE EROSION CONTROL MEASURES ONLY WHEN SITE IS FULLY CHANNEL. STRAW BALE OR FILTER FABRIC FENCES SHALL BE PLACED ON THE
LEGEND FOLLOW THE EXISTING PATH. TO ANY GRADING OR DISTURBANCE OF EXISTING SURFACE MATERIAL ON SITE.  STABILIZED. DOWN SLOPE SIDE OF THE PILES. IF REMAINING FOR MORE THAN THIRTY
LEUENY DAYS, PILES SHALL BE STABILIZED BY MULCHING, VEGETATIVE COVER, TARPS
7 REMOVE EXISTING CONCRETE 3. CONTRACTOR IS RESPONSIBLE FOR SECURING THE JOB SITE TO PROTECT 3. ALL EROSION AND SEDIMENT CONTROL MEASURES WILL BE CHECKED FOR 10. SITE DEWATERING. WATER PUMPED FROM THE SITE SHALL BE TREATED OR OTHER MEANS.
77 0 STING CONC THE PUBLIC. COORDINATE WITH VA. STABILITY AND OPERATION AFTER A RAINFALL OF 0.5 INCHES OR MORE, BUT BY SEDIMENT BASINS OR OTHER APPROPRIATE BEST MANAGEMENT
NO LESS THAN ONCE EVERY WEEK. MAINTENANCE OF ALL EROSION CONTROL ~ PRACTICES SPECIFIED BY THE WDNR TECHNICAL STANDARDS. WATER SHALL 16. REPAIR ANY SILTATION OR EROSION DAMAGE TO ADJOINING SURFACES
— SF— SILT FENCE, SEE 2/C-900 4. CONTRACTOR IS RESPONSIBLE FOR COMPLIANCE WITH LOCAL STRUCTURES SHALL BE PROVIDED TO INSURE INTENDED PURPOSE IS NOT BE DISCHARGED IN A MANNER THAT CAUSES EROSION OF THE SITE, AND DRAINAGEWAYS RESULTING FROM LAND DEVELOPMENT OR LAND
S ORDINANCES FOR DUST CONTROL. COORDINATE WITH VA. ACCOMPLISHED. CONTRACTOR SHALL BE RESPONSIBLE FOR CLEANUP AND ADJACENT SITES, OR RECEIVING CHANNELS. DISTURBING ACTIVITIES.
\O INLET PROTECTION, SEE 5/C-900 REMOVAL OF ALL SEDIMENT WHEN LEAVING PROPERTY. EROSION CONTROL
5. VA WILL REMOVE ALL PLANTINGS IN AREAS OF EXCAVATION UNLESS MEASURES MUST BE IN WORKING CONDITION AT END OF EACH WORK DAY. 11. WASTE AND MATERIAL DISPOSAL. ALL WASTE AND UNUSED BUILDING 17. KEEP A COPY OF THE EROSION CONTROL PLAN ON SITE.
OTHERWISE NOTED. COORDINATE AT LEAST 2 WEEKS PRIOR TO MATERIALS (INCLUDING GARBAGE, DEBRIS, CLEANING WASTES,
CONSTRUCTION ACTIVITIES IN THESE AREAS TO COORDINATE WHAT 4. SILT FENCE SHALL BE INSTALLED IN THE LOCATIONS SHOWN ON THE WASTEWATER, TOXIC MATERIALS, OR HAZARDOUS MATERIALS) SHALL BE
REMOVALS ARE NEEDED TO PERFORM THE WORK. CONSTRUCTION PLANS OR AS OTHERWISE COORDINATED BETWEEN VA AND PROPERLY DISPOSED IN ACCORDANCE WITH LANDFILL TIPPING FEE AND , , ,
ENGINEER. SEDIMENT DEPOSITS WILL BE REMOVED FROM BEHIND THE SILT RECYCLING REQUIREMENTS AND NOT ALLOWED TO BE CARRIED OFF-SITE BY 0 5 10 2|O
6. NEW FIBER OPTIC MUST BE FULLY TESTED AND ACCEPTABLE TO FENCE WHEN DEPOSITS REACH A DEPTH OF 6 INCHES. THE SILT FENCE WILL RUNOFF OR WIND. E:S—
VA/ENGINEER BEFORE EXISTING FIBER OPTIC IS REMOVED. COORDINATE BE REPAIRED OR REPLACED AS NECESSARY TO MAINTAIN A BARRIER. SCALE: 17 = 10’
WITH VA AND ELECTRICAL ENGINEER. 12. TRACKING. ANY SEDIMENT REACHING A PUBLIC OR PRIVATE ROAD SHALL
5. FILTER FABRIC SHALL BE INSTALLED BENEATH INLET COVERS TO TRAP BE REMOVED BY STREET CLEANING, TO THE SATISFACTION OF THE VA
SEDIMENT AS PER INLET PROTECTION DETAIL IN THE LOCATIONS SHOWN ON BEFORE THE END OF EACH WORKDAY.
THE CONSTRUCTION PLANS OR AS OTHERWISE COORDINATED BETWEEN VA
AND ENGINEER. 13. SEDIMENT CLEANUP. ALL OFF-SITE SEDIMENT DEPOSITS OCCURRING AS A
RESULT OF A STORM EVENT SHALL BE CLEANED UP BY THE END OF THE NEXT , OO% CO N ST Rb CT I O N D OC U M E NTS
6. EROSION CONTROL MEASURES SHALL BE MAINTAINED ON A CONTINUING WORK DAY. ALL OTHER OFF-SITE SEDIMENT DEPOSITS OCCURRING AS A
BASIS UNTIL SITE IS FULLY STABILIZED. RESULT OF CONSTRUCTION ACTIVITIES SHALL BE CLEANED UP BY THE END OF
TUHE\WADK DAV
CONS U LTANTS ] ARCH ITECT/EN G I N E E RS ] Drawing Title Project Title Project Number
: : EROSION CONTROL AND DEMOLITION PLAN William S. Middleton VA Hospital 607-12-115 Office of
Renovate BUIIdIng 2 Building Number Construction
1 5126 W. Terrace Drive 13100 watertown plank road 2 and Facilities
SUite 111 suite 200
. i Approved: Project Director Location Drawing Number
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1. VAINTENDS TO SAVE TREE. TRIM ROOTS AND PROTECT AS NEEDED. IF TREE CANNOT BE SAVED, VA 10\
SHALL BE NOTIFIED IMMEDIATELY. FONCRETE SPEVALE
2. ALL DISTURBED LAWN AREAS SHALL BE RESTORED USING MADISON PARKS BLEND FULL SUN. ° CONTROL POINT
----- PROPOSED CONTOUR
3. CONTRACTOR SHALL MAKE THE ATTEMPT TO MITIGATE DAMAGE TO EXISTING BUSHES/SHRUBS.
COORDINATE WITH VA STAFF ON REMOVAL OR RELOCATION. — = DRAINAGE ARROW

4. PROTECT EXISTING UTILITIES AND SURFACE IMPROVEMENTS TO REMAIN. ANY DAMAGE SHALL BE
REPAIRED OR REPLACED AT THE CONTRACTOR'S EXPENSE.

5. GRADING BETWEEN BUILDING 2 AND G-WING SHALL BE GRADED BACK TO EXISTING AND TO AN 0 5 10 20’
ACCEPTABLE LEVEL TO MAINTAIN POSITIVE DRAINAGE. ALL SLOPES SHALL BE MOWABLE (4:1) UNLESS L ——
SPECIFICALLY COORDINATED WITH VA. SCALE- 1" = 10°

6.  DETAILS FOR CHILLED WATER AND FIBER OPTIC INSTALLATION SHOWN ON ELECTRICAL AND MECHANICAL
PLANS.

7. TRENCH BACKFILL UNDER SIDEWALKS, PAVEMENT, OR STRUCTURES SHALL BE GRANULAR COMPACTED AT
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1" [25mm] o|T 1/4” [6mm] R. 1/4" [6rom] EXPANSION JOINT TO EXPANSION JOINT EXPANSION JOINT TO EXPANSION JOINT
SCORED OR SAWCUT ¢ (TYP.) FORMED DEEP SCORED SEE NOTE 7 & Z CONCRETE RETAINING WALL OR
CONTRACTION JOINT. |6 JOINTS ONLY JOINTS 5 BUILDING EDGE
7 5 (TvP) ®|T
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R \ g TN - T — =
4000 PSI 7% AIR ENTRAINED f\;\EXP{?NS'ON JOINT WITH PLAN ol
NON REINFORCED CONCRETE h= ﬁ‘léﬁﬂ [ElTLngi]? BITUMINOUS NOTES: 1/2” ISOLATION
6" CRUSHED AGGREGATE BASE 1. EXPANSION JOINTS SHALL BE LOCATED WHERE SIDEWALK ABUTS CONCRETE DRIVEWAYS, CURB JOINT FILLER
(1 1/2”) OVER COMPACTED EXPANSION AND SCORED JOINT DETAIL OR OTHER ADJACENT STRUCTURES. CONCRETE PAVEMENT
EXISTING SUBGRADE OR 2. ONE—HALF INCH BITUMINOUS JOINT FILLER SHALL BE INSTALLED AT EXPANSION JOINT /
GRANULAR FILL , VARIES ) @PER PLANS J  VARIES LOCATIONS AND SHALL EXTEND THE FULL DEPTH OF THE CONCRETE. 5
B —
3. 1" DEEP CONTRACTION JOINTS SHALL BE PLACED AT INTERVALS OF APPROXIMATELY 15’ | — »
~ [4572mm] OR AT A SPACING THAT MATCHES THE ADJACENT CURB. | "
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2 5. SCORED JOINTS SHALL BE 1/4” [6mm] DEEP AND PLACED AT THE SPACING INDICATED FOR
N 1% MIN. : s THE WIDTH OF SIDEWALK OR" MATCH SCORED JOINTS OF ADJACENT CURB.
2% MAX. © : |
6. CONCRETE SHALL BE FINISHED BY MEANS OF A FLOAT, STEEL TROWELLED AND BROOMED WITH 25"
TYPICAL SECTION A FINE BRUSH IN A TRANSVERSE DIRECTION.
7. 1/4” DEEP SCORED JOINTS (TYP) SPACED AT &' [1829mm] OR EQUAL TO SIDEWALK WIDTH.
@ N.T.S. @ N.T.S. @ N.T.S.
CONCRETE CURB HANDRAIL POST, COORDINATE WITH ARCHITECTURAL
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REQUIRED FOR CURB & GUTTER. TRUNCATED DOME TO CURB & GUTTER ONLY.
MATCH GUTTER [6mm] (TYP) DETECTABLE 30" 3/4" DIA. x 24" EPOXY
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TYPICAL TIE BAR LOCATION 70=0" " TRUNCATED DOME DETAL © 2-0" 0.
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NOTE: N.T.S.

THE CONTRACTOR SHALL INSTALL TWO (2) HANDRAILS TOTAL, ONE ON

EACH SIDE OF STAIR. ALLOW A MINIMUM OF 2" CLEARANCE FROM EDGE
OF CONCRETE.

@ STAIR AND RAILING DETAIL

@ CURB RAMP
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